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PROJECT (Name and address): CHANGE ORDER NUMBER: BP2 899-003
899-Tippecanoe Co Central Offices - 
TCCO
1950 South 18th Street
Lafayette, IN 47905

INITIATION DATE: 5/10/2021

TO CONTRACTOR (Name and address): PROJECT NUMBERS: 899 / 899

CONTRACT DATE: December 10, 2020Huston Electric, Inc.
2723 Old Romney Road
Lafayette, IN 47909

CONTRACT FOR: 2I-Electrical

OWNER: 

CONSTRUCTION MANAGER: 

ARCHITECT: 

CONTRACTOR: 

FIELD: 

OTHER: 

THE CONTRACT IS CHANGED AS FOLLOWS:

EWO 899-040

  []  Add 7 ea. RI for freezer data drops for 14 ea. The Security
      Contractor will run the cable and terminate.

  []  Add 1 ea. data drop in Clerks 143 for a printer. Include RI and cable.

  []  Add 2 ea. surface mount wire mold locations to relocate data
      drop locations shown on plans, 1 ea. in Office 174 and 1 ea.
      in Office 175. Cover plate and abandon existing data drop
      locations.

Subtotal for EWO 040:                                                                                    $4,170.00

EWO 899-044

  []  Provide and install a 200 amp ASCO transfer switch.

  []  Provide and install an emergency panelboard.

  []  Provide and install conduit and wire from the generator to
       transfer switch, from main gear to transfer switch, and
       from transfer switch to EM panelboard.

  []  Provide and install conduit and wire for all emergency
       lighting loads in the building: dedicated circuits for the health
       department refrigerators, gym receptacles, and the IT room.

  []  $12,000.00 has been deducted in this pricing for the deletion
       of backup batteries and UPS systems.

  []  Provide and install a concrete housekeeping pad.

  []  Provide and install generator room signage.

Subtotal for EWO 899-044:                                                                             $48,500.00

Total INCREASE for this Change Order:                                                         $52,670.00













































